§234.259

placed in service. Thereafter, it shall
be tested at least once each month and
whenever modified or disarranged.

(b) Warning bells or other stationary
audible warning devices shall be tested
when installed to determine that they
function as intended. Thereafter, they
shall be tested at least once each
month and whenever modified or dis-
arranged.

§234.259 Warning time.

Each crossing warning system shall
be tested for the prescribed warning
time at least once every 12 months and
when the warning system is modified
because of a change in train speeds.
Electronic devices that accurately de-
termine actual warning time may be
used in performing such tests.

§234.261 Highway traffic signal pre-
emption.

Highway traffic signal pre-emption
interconnections, for which a railroad
has maintenance responsibility, shall
be tested at least once each month.

§234.263 Relays.

(a) Except as stated in paragraph (b)
of this section, each relay that affects
the proper functioning of a crossing
warning system shall be tested at least
once every four years.

(b)(1) Alternating current vane type
relays, direct current polar type relays,
and relays with soft iron magnetic
structure shall be tested at least once
every two years.

(2) Alternating current centrifugal
type relays shall be tested at least once
every 12 months.

(c) Testing of relays requiring testing
on four year intervals shall be com-
pleted in accordance with the following
schedule:

(1) Not less than 50% by the end of
calendar year 1996;

(2) Not less than a total of 75% by the
end of calendar year 1997; and

(3) One hundred percent by the end of
calendar year 1998.

(d) Testing of relays requiring testing
on two year intervals shall be com-
pleted by the end of calendar year 1996.
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§234.265 Timing relays and timing de-
vices.

Each timing relay and timing device
shall be tested at least once every
twelve months. The timing shall be
maintained at not less than 90 percent
nor more than 110 percent of the 41 pre-
determined time interval. The pre-
determined time interval shall be
shown on the plans or marked on the
timing relay or timing device. Timing
devices which perform internal func-
tions associated with motion detectors,
motion sensors, and grade crossing pre-
dictors are not subject to the require-
ments of this section.

§234.267 Insulation resistance tests,
wires in trunking and cables.

(a) Insulation resistance tests shall
be made when wires or cables are in-
stalled and at least once every ten
years thereafter.

(b) Insulation resistance tests shall
be made between all conductors and
ground, between conductors in each
multiple conductor cable, and between
conductors in trunking. Insulation re-
sistance tests shall be performed when
wires, cables, and insulation are dry.

(c) Subject to paragraph (d) of this
section, when insulation resistance of
wire or cable is found to be less than
500,000 ohms, prompt action shall be
taken to repair or replace the defective
wire or cable. Until such defective wire
or cable is replaced, insulation resist-
ance tests shall be made annually.

(d) A circuit with a conductor having
an insulation resistance of less than
200,000 ohms shall not be used.

(e) Required insulation resistance
testing that does not conform to the
required testing schedule of this sec-
tion shall be completed in accordance
with the following schedule:

(1) Not less than 50% by the end of
calendar year 1996;

(2) Not less than a total of 75% by the
end of calendar year 1997; and

(3) One hundred percent by the end of
calendar year 1998.

§234.269 Cut-out circuits.

Each cut-out circuit shall be tested
at least once every three months to de-
termine that the circuit functions as
intended. For purposes of this section,
a cut-out circuit is any circuit which
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